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{C 000} Initial Comments {C 000}

Report of a Follow-Up Construction Survey by Ed 
Miller on September 25, 2015.

Deficiencies cited during Biennial Construction 
Survey, have not been satisfactorily corrected 
and will require a new Plan of Correction.

 

{C 189} Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

{C 189}

1. Based on observations, the Building was not 
maintained in a safe and operating condition, 
because breaches through the 
fire-resistance-rated construction invalidated its 
integrity. This could affect all residents, staff and 
visitors if smoke/fire is not contained in Room or 
compartment of origin.
Findings on September 25, 2015:
a. The Smoke Barrier Wall in the Attic near the 
SCU has two PVC pipe penetrations sealed with 
orange foam. This orange foam is not approved 
to seal penetrations in fire-resistance-rated 
construction.
b. The Smoke Barrier Wall in the Attic near 
Bedroom A01 has a metal sleeve penetration not 
secured to the wall and the cables inside the 
sleeve were not properly sealed.
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{C 189}Continued From page 1{C 189}

c. The Smoke Barrier Wall in the Attic near 
Bedroom A02 has three, 3 inch or larger PVC 
conduits that penetrate the wall and are not 
firestopped sealed.
d. The Smoke Barrier Wall in the Attic near 
Bedroom B01 has an iron fire sprinkler pipe 
penetration whose firestop seal had cracked and 
displaced thus not sealed properly.
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